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Testing/Ratings:

Applies to the following products: 

EV232, EV2320, EV2322, EV2325, EV2326

1.  Measure door opening at teh sill by measuring frame rabbet to frame rabbet.

2.  Transfer measurement to threshold.

3. Cut the threshold to length. Notch corners of threshold to fit around the stop 
s    on the door frame as necessary.

4.  Trail fit the threshold to verify proper fit. Cut down as necessary.                            
Note: If threshold is to be used with carpet, insert carpet into the threshold  
           opening(s) befre fitting the threshold into place at teh sill.

5.  Apply glue to concrete or plywood sub floors inusing readily available con-
struction adhesives, such as Liquid Nails®

Gasketing material for 
fire doors intended for 
aplication to listed steel 
frames and/or classified 
steel covered composite 
type, and hollow metal 
type fire doors rated up to 
3 hours;  wood and plastic 
covered composite type 
fire doors rated up to 1-1/2 
hours; and wood core type 
fire doors rated up to 20 
minutes.   
(Thresholds may or may 
not contain gasketing     
material).
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Installation Instructions:

Tools Required:
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